
Governor PIDGOV and PIDGOVD 
 

 
 

Only in PIDGOVD 

footnotes: 

Input and Outputs are on the Trate base. 

If Trate = 0, then machine MVABase is used. 

Governor PIDGOV and PIDGOVD - Hydro Turbine and Governor Model PIDGOV 
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(G0,0), (G1,P1), (G2,P2), (1,P3) are x,y coordinates of Power vs. Gate function

1 - Mechanical Output

2 - Measured Delta P

3 - PI

4 - Reg1

5 - Derivative

6 - Reg2

7 - Gate

States

+

Governor Response Limits 
setting modifies these limits 
Down Only: max limit is set to 
initial condition value 
Fixed: min and max limits are 
set to the initial condition value 


