
Load Relays LSDT3A 
 

 
 

Shed (p.u.) 
Bus Voltage 

Definite-Time Undervoltage Load Shedding Relay Model with Reset LSDT3 

Model supported by PSLF 

Definite Time 

Characteristic 

Setpoint 

Pickup 

Timer only starts 

after voltage falls 

be Pickup 

Timer keeps going 

until value goes 

above Setpoint 

Timer does not start 

when value goes 

below Setpoint 

Time Delay 


