
Load Relays LSDT3A 
 

 
 

Shed (p.u.) 
Bus Voltage 

Definite-Time Undervoltage Load Shedding Relay Model with Reset LSDT3 

Model supported by PSLF 

Rem Bus Remote Bus 
Mode Voltage mode: 0 for deviation; 1 for 

absolute 
Tfilter Input transducer time constant 
V1pickup Voltage pickup value which timer start 
V1 to V3 Voltage setpoint value(p.u.) 
T1 to T3 Pickup time (sec.) 
Tcb1 to Tcb3 Breaker time (sec.) 
sv1 to sv3 Fraction of load to shed 
vreset1a to vreset_3a First reset voltage (p.u.) 
treset1a to treset_3a First reset time delay (sec.) 
vreset1b to vreset_3b Second reset voltage(p.u.) 
treset1b to treset_3b Second reset time delay (sec.) 

 

Definite Time 
Characteristic 

Setpoint 

Pickup 

Timer only starts 
after voltage falls 
be Pickup 

Timer keeps going 
until value goes 
above Setpoint 

Timer does not start 
when value goes 
below Setpoint 

Time Delay 
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